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Document Revisions

This table shows the current Version numbers of all documents in the “Concept 1Q Installation and Programming Manual”.
This table can be used when checking the Website for updates. http://www.innerrange.com

When you replace any documents in this manual with new Versions, ensure that this table is updated or replaced with the
latest Version from the Website.

SECTION TITLE CURRENT VERSION
-AS AT 16 JAN 2002

0 Title and Document Version log (This sheet) 1.02

1 Installation Manual 1.01

2 Programming Introduction 1.01

3 General Options 1.01

4 Times 1.01

5 Areas 1.01

6 Zone Inputs 1.01

7 System Inputs 1.02

8 Auxiliary Outputs 1.01

9 Terminals 1.02

10 Communications 1.01

11 Users 1.01

12 System Planning & Programming record sheets 1.02

13 Index 1.02

Disclaimer

1) The manufacturer and/or it's agents take no responsibility for any damage, financial loss or injury caused to any
equipment, property or persons resulting from the correct or incorrect use of the Concept IQ system and its
peripherals. The purchaser assumes all responsibility in the use of the Concept system and its peripherals.

2) Whilst every effort has been made to ensure the accuracy of this manual, Inner Range Pty Ltd assumes no
responsibility or liability for any errors or omissions. Due to ongoing development the contents of this manual is
subject to change without notice. Check regularly with your supplier or the Website for updates.

Inner Range Pty Ltd is proud of the reputation it has gained in the provision of high quality electronic products. Exhaustive
factory and field testing ensure that enhanced system programming features and additional hardware components operate
as expected prior to their release to our customers. Extensive function testing is carried out on every Inner Range Concept
product prior to it leaving the factory.

It is our intention to completely satisfy the requirements of our customers. To that end, Inner Range Pty Ltd stands behind
its products with confidence. A Two Year Warranty accompanies every Inner Range Concept product. Should any
Concept product fail to function as intended by the manufacturer within this period, it should be returned to the distributor
and the fault or symptom detailed. Inner Range will, at its own discretion, repair or replace the product as soon as possible.

This Warranty does not cover product failures occurring wholly or in part as a result of misuse, malicious damage,
accidental damage or acts of nature.
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3.3 MODE “01”. PROGRAMMING MODE.

This mode allows the Installer to program all of the system data and options.

To Select Programming Mode:

Enter PIN; @@@@ , then ,then the Mode number; @ .

See “Basic Programming Techniques” and “Types of Data” for more details of Programming Mode.

3.4 MODE “02". DEFAULTING THE CONTROL MODULE.

Defaulting the Control Module allows the Installer to clear any current system programming from the Control Module
and select a factory default database to simplify the programming task.

The Default Database options can be divided into 3 main options:

Option 0: The Control Module memory is completely cleared with the exception of the Installer and Master
User Codes.

Options 1 to 16: The Control Module memory is defaulted to the Factory settings shown in the table on the following
page AND the number of Zones specified by the Option selected, are programmed into Area 1.

Option 49: The Master Code is defaulted to the Factory setting and all other programming is left intact.

CAUTION: Defaulting the Control Module will erase all current programming stored in the memory before
implementing any Factory default settings. (With the exception of Default Option 49)

Select the Defaulting Mode:

Enter PIN; @@@@ , then , then the Mode number; @ )

The <HOME>, <FAULT> and <PWR> Lamps on the LED Terminal will flash simultaneously.

Select the Default Option

Press (%), then the Default Option (v )(w ) (1 or 2 digits), then

DEFAULT OPTIONS:

0: Database is completely cleared except for Installer & Master Codes.

1: Database is defaulted to Factory Default settings AND 1 Zone is programmed into the system.

2: Database is defaulted to Factory Default settings AND 2 Zones are programmed into the system.

3to 15: Database is defaulted to Factory Default settings AND the specified number of Zones are programmed
into the system. i.e. 3 Zones to 15 Zones.

16: Database is defaulted to Factory Default settings AND 16 Zones are programmed into the system.

49: Master Code Default. Only the Master code is reset to the factory default. All other programming remains
unchanged.

NOTES:

1) The product is dispatched from the factory Defaulted with Option 8 (Factory Default settings and 8 Zones)

2) In Default Options 1 to 16, the Zones programmed into the system are assigned to Area 1.

3) If Default options 9 to 16 are used, and Zones 9 to 16 are added using Zone Doubling (i.e. Not via an

Expander card), the “End-of-Line Resistor value” (Address 786) must be set to Type 14 - Zone Doubling.

Exit from Defaulting Mode

Press to exit.

Reset the Control Module:
Disconnect the AC Input and the Battery from the Control Module, then re-connect.

HARDWARE DEFAULT PROCEDURE.

The system can also be set to the Factory Default settings (Same as Default Option 8) via a hardware procedure.

- Disconnect the battery and remove power from the Control Module.
- Place a short circuit across Pins 2 & 3 of JP8 on the Control Module.
- Re-apply power to the Control Module and reconnect the battery.

- Remove the short circuit on JP8.
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3.6 MODE “03”. IMPORT DATA FROM THE PROGRAMMING KEY.

The Programming Key.

The Concept IQ Programming Key is a portable non-volatile memory device housed in a convenient “key tag”.

The Programming Key allows system programming to be uploaded from the Control Module or downloaded to the
Control Module by simply inserting the Programming Key into Serial Port 0 and performing a simple key sequence
on the LED Terminal.

A built-in Lamp on the Programming Key visually indicates when data transmission is active.

Importing Data from the Programming Key.

This Mode allows the Installer to copy the programming contents of the Programming Key into the Control Module.
IMPORTANT NOTE: The new data will override the existing contents of the Control Module memory.

Connect the Programming Key to Serial Port O on the Control Module.

Select the Import Data Mode:

Enter PIN; @@@@ , then ,then the Mode number; @ .

The Lamp on the Programming Key will flash slowly to indicate data is being copied.
The Terminal beeper will sound 3 short beeps if the operation was successful, or 1 long beep if unsuccessful.

3.7 MODE “04”. EXPORT DATA TO THE PROGRAMMING KEY.

This Mode allows the Installer to copy the programming contents of the Control Module into the Programming Key.
IMPORTANT NOTE: The Control Module data will override the existing contents of the Programming Key.

Connect the Programming Key to Serial Port O on the Control Module.

Select the Export Data Mode:

Enter PIN; @@@@ , then ,then the Mode number; @

The Lamp on the Programming Key will flash quickly to indicate data is being copied.
The Terminal beeper will sound 3 short beeps if the operation was successful, or 1 long beep if unsuccessful.

3.8 MODE “05”. TERMINAL AREA PROGRAMMING.

Terminal Programming allows the Installer to define which Area is to be associated with the LED Terminal.
NOTE: This Mode is only available if the Terminal is programmed for Multi-Area mode. (Address 960. Option 1
must be Selected)

Select the Terminal Programming Mode:

Enter PIN; @@@@ , then , then the Mode number; @ )

Select the Terminal Area Mode: (Not relevant to Enhanced Terminals which cannot be set to Multi-Area)
Press to Set the current Terminal to Single Area Mode.
Press to Set the current Terminal to Multi Area Mode.

Note that this operation will Edit the relevant option in Address 961, Terminal Area Mode.
When Single Area Mode is selected, the default “Associated Area” is Area 1 (General Area)

Select the Associated Area: (Single Area Mode must be selected in the previous step)
To select the Associated Area for the current Terminal, press the number @ (1 to 4) of the Area.

The Area selected will be displayed on the Area Lamps.
A long beep will sound if the terminal is not in Single Area Mode or the wrong key is pressed.

Note that this operation will Edit the data in the relevant Addresses 952 to 955, Terminal 1 to 4 Associated Area.

Press to exit Terminal Programming Mode.
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4. Programming Techniques

4.1 THE SYSTEM DATABASE.

The system programming is stored in Memory Addresses numbered 16 - 988.
Programming the system involves three steps:

1) Enter Programming Mode.
Then for each item of Data to be programmed;

2) Select the Memory Address to be programmed.
3) Program the new Data Value or Options for that Address.

4.2 SELECTING AND PROGRAMMING THE DATA.

To Select the Data to be Viewed or Edited.

When in programming mode, the Memory Address to be viewed or edited can be selected by the following key
sequence:

Press (%), then the Address (v )(w ] ... (2 or 3 digits - 16 to 988), then

Pressing will take you to the next Address.

(This does not apply to Data programmed in sequential Addresses such as PIN codes, Telephone Numbers and
Client codes)

The programming details of each Data Address in the following sections of this manual will only show the actual
Address number (nn...). Remember that the Installer must first access Programming Mode; and the Data Address
Number must be preceded by the <OFF / #> key.

To Edit the Data.

The Data Value at this Address will then be displayed on the Terminal, and can be changed by the following key
sequence:

Press , then the new Data Value or Option setting (" )« | ... (1 to 16 digits*), then
* Depending on the type of Data required.

To set the Data in the current Address to the Factory Default setting:

Press , then , then

If you make a mistake while entering a value, press and enter that value again followed by the key.

Exiting the Installer Operations.

Press to exit any of the Installer Operations.
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4.3 EXAMPLE OF PROGRAMMING.

This example shows how Zone 1 would be changed to the “Hand-over” Input Type.
Zone 1 Input Type is stored in Address 736.

STEP 1. Enter programming mode.

Enter Installer PIN code; @ @ @ @ , then , then the Programming Mode number; @ ,

STEP 2. Enter the Address to be changed.

Press , then the Address @ , then

STEP 3. Enter the new Data Value.

Press , then the new Data Value , then

(0 = Instant, 1 = Delayed, 2 = Handover, 3 = 24Hr Burglary, etc.)

STEP 4. Repeat Steps 2 and 3 to perform any additional programming reguired.

Press , to advance to the next Address. (i.e. Address 737 in this example)
OR

Press , then the new Address @@@ , then

Enter the new Data Value as before.

STEP 5. Exit the programming mode.

Press
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5. Types of Data

5.1 OVERVIEW.

When in Programming Mode there are two types of data that are stored in the Programming Addresses.
The type of Data stored in each Address will depend on the type of parameter being defined.

1) “Value” data. A Numerical Data Value that:

- Selects an Option when there are more than 2 alternatives to select from. e.g. Reporting Format or User Type.

- Defines a Value or Quantity for a specific parameter. e.g. Entry and Exit Delay times or Number of Dial attempts.
- Defines a Sequence of numbers for a specific parameter. e.g. PIN codes, Client codes and Telephone numbers.

2) “Option” data. Data field that allows the Installer to select between two alternatives (Select/De-select, Enable/
Disable, Assign/Un-assign, etc.) for up to 8 Options or ltems that relate to a particular feature.

(Similar to the Y / n options screens in Concept 3000 / Access 4000.)

e.g. Setting Dialer options, Assigning Areas to a User, Defining options for Individual Zone Inputs, etc.

5.2 “VALUE” DATA.

The range of Data values that can be stored in a Value Data Address is from 0 to 255.
Depending on the parameter being set, the range is often a lot smaller. The data can be either a single digit or a
multiple-digit number.

e.g. Remote Connect Options: 0 to 2, Zone Type: 0to 9, Dial Attempts: 1 to 16,
TimeZone Start / End Hour 0 to 23, AC Fail report delay (M) 0 to 60, Area Entry Delay (S): 0 to 255,
etc.

Single digit numbers.
These are numbers between 0 and 16 and are displayed by the “0” Lamp and the Zone Lamps “1” to “16” on the
LED Terminal.

Multi digit numbers.

These are all other numbers ranging from 17 to 255.

These numbers are displayed one digit at a time by a sequence of flashing Lamps on the LED Terminal.

The “0” Lamp and the Zone Lamps “1” to “9” are used to display each digit in turn.

The key is used step through the digits. A short beep will sound each time the key is pressed to display
the next digit.

When the last digit in the sequence is displayed and the key is pressed again, a long beep will sound to
indicate that there are no more digits to display and the first digit will again be displayed.

E.g. If the value at the Address is 120.

When the Address is entered, The “1” Lamp will flash. (The flashing Lamp indicates that this value is a multi-digit
number)

When the <NEXT> key is pressed a short beep will sound and the “2” Lamp will now flash.

When the <NEXT> key is pressed again, a short beep will sound and the “0” Lamp will flash.

When the <NEXT> key is pressed again, a long beep will sound indicating there are no more new digits. The first
digit (“1" Lamp) will flash.

Sequential numbers.

Sequential numbers are a string of numbers where each digit is programmed into a series of sequential Addresses.
This type of Value Data makes it easier for the Installer to program data such as PIN codes, Telephone Numbers
and Client codes.

To select the data, only the Start Address is entered. The Start Address and each subsequent Address only
contains a single digit.

Once the Start Address for the data is selected, the Installer can then enter in the entire string of numbers without
having to perform any operation to select the subsequent Addresses.

See next page for example.
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E.g. To program the data “1 Pause 987 6 54 3 2" as the Primary Telephone Number.

1) Enter Installer PIN code; (w )(w )(w ][ ).. , then , then the Programming Mode number; (o,

2) Press (%), then the Start Address for the Primary Telephone Number (6], then

3) Press , then the new Data string (9] (6 (2), then

4) Select the next Address or Start Address to program, or Exit Programming Mode

(Note: The <Next> key is used to program a “PAUSE").

Sequential Number data is displayed one digit at a time by a sequence of flashing Lamps in the same manner as
Multi-digit numbers described above.

5.3 “OPTION” DATA.

Option data is used to allow the Installer to select between two alternatives (Select/De-select, Enable/Disable,
Assign/Un-assign, etc.) for up to 8 Options or Items that relate to a particular feature.

Option Data is displayed on the Zone 1 to 8 Lamps on the LED Terminal.

When a Zone Lamp is ON, the option is Selected. (Enabled or Assigned)
When a Zone Lamp is OFF, the option is De-selected. (Disabled or Un-assigned)

Editing option data.
Option Data is programmed by first selecting the Address of the Data to be edited in the normal manner.

Any number of specific options are then Selected or De-selected by the following method:
1) Check the current setting of the option on the Zone Lamps.

2) For each option that needs to be changed, Press , then the option number (] (1 to 8), then .

This procedure toggles the setting of the selected option.
i.e. If the option was De-selected, it will be Selected. If the option was already Selected, it will be De-selected.

To Select ALL available options: Press ,then (79 ), then .
To De-select ALL available options: Press ,then (70 ), then .

To set ALL available options to the factory default settings: Press , then , then .

Example.

“Dialer Options” are Option Data and are programmed in Address 49. This data sets which types of events will be
reported via dialer: 1 Enable Alarms reported via dialer.

2 Enable Restores reported via dialer.

3 Enable Open / Close reported via dialer.

4 Enable Programming Change reported via dialer.

5 Enable Sending Open Report only if an alarm has occurred.

To Enable “Alarms”, “Restores” and “Open Report only after alarm”, the following procedure would be performed:

1) Enter Installer PIN code; @ @ @ @ , then , then the Programming Mode number; @ ,
2) Select the Address for Dialer Options. Press , then @ , then

3) Enable the three options required. (Assuming none of the options are currently enabled)

Press , then , then
Press , then , then
Press , then , then

(Remember that the same key sequence is used to Disable an option that is already Enabled.

4) Check Zone Lamps 1 to 8 to ensure that the required options have been selected successfully.
Zone Lamps 1, 2 and 5 should be ON. All other Zone Lamps should be OFF.

5) Select the next Address or Start Address to program, or Exit Programming Mode.
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6. Recommended Programming Sequence

1. Determine the number of Burglary Alarm Zone Inputs that will be connected to the system.
For ease of programming; If Entry/Exit Zones are to be used, it is recommended that:
-The Zone Input device that will start the Entry Timer is connected to Zone 1.
-The “Handover” Zone Input device (If required) is connected to Zone 2.
-Other Burglary Alarm Zone Input devices are connected to the lowest Zone Input numbers.
-Other types of Zone Input devices are connected to the higher Zone Input numbers.

2. Logon to the Terminal using the Installer PIN code and select Mode 2 - Defaulting the Control Module.
-Enter PIN, <NEXT>, 0, 2.

3. Select the Default Option that matches the number of Burglary Alarm Zone Inputs required.
-<*> nn, <ENTER>. Where “nn” is the Default option. 0 = No Zones, 1 =1 Zone, 8 = 8 Zones, etc.
The Database will be defaulted as per the settings shown in the table on page 8.

4, IF Multi-Area operation, or Sub-Area Functionality is required, program the Multi-Area options.
Address 960
1 Multi-Area Mode 4 Include Area 2 in Area 4 Sub-Area list
2 Enable Area 4 as Sub-Area 5 Include Area 3 in Area 4 Sub-Area list
3 Include Area 1 in Area 4 Sub-Area list.
5. Program the Global Zone Options. (IF there are variations required from the Default programming)
IF Pulse counting is to be used:
Program the “Pulse Count” & “Pulse Time”. Addresses 784 & 785.
IF the End-of-Line Resistors are a value other than “3k3 Single End-of-Line”:
Program the “End-of-Line Resistor” Value. Address 786.
IF Zone Self-Testing is required:
Program the Zone Self-Test period. Address 787.
6. Program the Individual Zone Inputs. (IF there are variations required from the Default programming)
-Program the Zone Type: Addresses 736 (Zone 1) to 751 (Zone 16)
0 Instant. 5 24 Hour Panic.
1 Delayed. 6 24 Hour Duress.
2 Handover. 7 Door Bell.
3 24 Hour Burglary. 8 Key-switch.
4 24 Hour Fire 9 Key-switch Home mode.
-Program the Zone Options: Addresses 752 (Zone 1) to 767 (Zone 16)
1 Silent. 5 Self-Test Zone.
2 One-shot Siren. 6 Day Alarm Zone.
3 One-shot Dialer.* 7 Home Zone.
4 Pulse Count. 8 Normally Open.
* Highly recommended if Domestic Dialer communications format is to be used.
-Program the Zone Areas: Addresses 768 (Zone 1) to 783 (Zone 16)
1 Zone assigned to Area 1. 5 Zone assigned to Area 3.
2 Zone assigned to Area 2. 6 Zone assigned to Area 4.
7. Enable any additional General System Options that are required.
Address 868
1 Auto-Isolate on Arming. 5 Automatic Battery Testing.
2 Quick Arming. 6 “Latching” Key-switch operation.
3 6 digit PIN codes. 7 Allow Master Users to edit Telephone numbers.
4~ Clock synchronized to 50Hz AC Mains. 8 * Display Zone activity when disarmed.

*Already enabled by default.

8. Enable any of the Emergency Options that are required.
Address 869
1 Panic Alarms activate Siren. 5 Medical Alarms activate Siren.
2 Panic Alarms activate Dialer. 6 Medical Alarms activate Dialer.
3 Fire Alarms activate Siren. 7 Duress Alarms activate Dialer.
4 Fire Alarms activate Dialer.
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9. IF Area 1 Entry/Exit Delay default values need to be changed, OR
IF Entry/Exit Delays are required in Areas 2, 3 or 4, program/edit the Area Entry and/or Exit Delay times.
Addresses 928 to 931 Area 1 to 4 Entry Delay. Default = Area 1: 30 Seconds.
Addresses 936 to 939 Area 1 to 4 Exit Delay. Default = Area 1: 60 Seconds.

10. Enable the System Inputs that are required to activate the Siren.
Address 865.

1 AC Fail. 5 Comms Fail / System Reset.
2 Low Battery. 6 Siren Monitor.

3 Cabinet Tamper. 7 PWR Fuse / Battery Fuse.

4 Keypad Lockout.

NOTE: If any of these options are selected, check the “System Input Siren Type” setting. Address 867.
0 = 1 second burst (Default). 1 =10 second burst. 2 =1 Sec burst every 60 Secs for 5 Mins.

11. Enable the System Inputs that are required to activate the Dialer.
Address 866.

1 AC Fail. 5 Comms Fail / System Reset.
2 Low Battery. 6 Siren Monitor.
3 Cabinet Tamper. 7 PWR Fuse / Battery Fuse.
4 Keypad Lockout. 8 Zone Self-Test Fail.
12.  Program any Timers that may be required.
Address 788: Siren Time. (Defaulted to 5 Minutes)
Address 789: Keypad lockout time (Defaulted to 60 Seconds)
Address 810: AC Report delay. CAUTION. Read details in Section 4 - Times before programming.
13. IF any Areas or Auxiliaries are to be controlled automatically by a TimeZone, edit the required TimeZone/s.

Addresses 790 to 809. (All TimeZones have Default settings. Check the details before editing)
See Section 4 -Times for details.

NOTE: If the TimeZones are required to take account of Holidays, program the required Holiday Dates.
Addresses 966 to 985 See Section 4 -Times for details.

14. Program any additional Auxiliary outputs required.
(NOTE: Auxiliary 1 is already programmed with default settings for controlling a Strobe.
It is set to the “Burglary Alarm” Event Type and has “Auxiliary Response” options 2 & 3 selected)
-Program the Auxiliary Event Type: Addresses 816 (Aux 1) to 825 (Aux 10) (See Sect 8 [Auxes] for details)

-Program an Auxiliary Timer if required: ~ Addresses 832 (Aux 1) to 841 (Aux 10)

-Program the Auxiliary Response: Addresses 848 (Aux 1) to 857 (Aux 10)
1 Output is inverted. (Normally Closed) 3 Aux Off when Event goes Invalid.
2 Aux On when Event goes Valid. 4 Aux timer will time in Minutes.
15. IF the system is programmed for Multi-Area operation (see Step 4), program the Terminals.
-Program the Terminal Area Mode if any Terminals are required to operate in Single-Area Mode. Address 961.
1 Sets Terminal 1 to Single-Area mode. 3 Sets Terminal 3 to Single-Area mode.
2 Sets Terminal 2 to Single-Area mode. 4 Sets Terminal 4 to Single-Area mode.

IF any Terminals are set to Single Area mode, assign the associated Area.
Addresses 952 (Terminal 1) to 955 (Terminal 4)

1 Assign Area 1. (Default) 3 Assign Area 3.
2 Assign Area 2. 4 Assign Area 4.

16. IF automatic Daylight Saving adjustment is required, program the start and end dates.
Addresses 986 to 991. See Section 4 -Times for details.

17. IF a TimeZone is required to Arm an Area, program the Area Arming Options.
Addresses 944 to 947 Area lto 4
0 No TimeZone control 3 TimeZone 3 will control the Area.
1 TimeZone 1 will control the Area. 4 TimeZone 4 will control the Area.
2 TimeZone 2 will control the Area.

NOTE: If a Pre-arm warning is required, program the “Autoarm Pre-warn time”. Address 870.
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18.

19.

20.

21.

22.

23.

24.

25.

IF the Re-Autoarm function is required, program a Re-Autoarm time.
Address 871.

NOTE: If a Pre-arm warning is required, program the “Autoarm Pre-warn time”. Address 870.

IF the system has Access Control via one or more Enhanced Terminals, program the Door Times.
-Program the Door Unlock time.  Address 872 (Default is 5 Seconds)

IF the system is to report in Contact ID or Domestic Dialer formats, program the Dialer options.

-Program the Primary & Secondary Telephone numbers. Addresses 16 and 32.
-Select the Reporting Format. 1 = Contact ID. 2 = Domestic. Address 48.

-Select the required Dialer Options. Address 49.

1 Alarms reported via Dialer. 5 Openings reported only after an alarm.

(o2}

2 Restores reported via Dialer. Remote control via DTMF Card enabled.*
3 Area Open/Close reported via Dialer. 7 Isolates reported via Dialer.
4 Programming change reported via Dialer.

* DTMF Card must be fitted to Control Module.

-Edit the maximum dial attempts if required. (Default = 10 attempts) Address 50.
-Program the Client Code/s. Area 1 only if system is programmed for Single Area operation.
Address 896: Area 1 Address 904: Area 3
Address 900: Area 2 Address 908: Area 4

IF periodic Test Reports are to be sent to the Central Monitoring Station, program the Test Report options.
-Program the Test Report period. Address 51.

0 No Test Report. 2 Every Monday.

1 Every Day. 3 First day of every Month.

-Program the time of day the Test Report is to be sent. Address 52: Hour. Address 53: Minute.

IF Remote connection for Upload/Download or Telephone is required, program the Remote Connect options.
-Program the Remote Connect Options. Address 54

0 = No Remote connect. 1 = Remote Connect allowed. 2 = Remote connect with Callback.

-Program the number of rings before answer. Address 80.

-IF Answering machine (Fax machine) bypass is required, program the “Follow-on” time.
Address 81. (See Section 10 [Communications] for details)

-IF the “Remote connect with Callback” option was selected, program a “Callback Telephone no”. Address 64.

IF the Serial Port on the Control Module is to be used, program the Serial Port options.
-Select the Communications Task. Address 82. 3 = Upload / Download.

-Select the Baud Rate. (Default is 9600) Address 83 0 = 300. 1 =1200. 2 = 4800. 3 =9600

Change the Installer PIN code.

Address 96. This should be done before the system is commissioned and handed over to the client.
Ensure that a new PIN code is chosen that will not be forgotten, while still providing security against unauthorised
access.

Program the Users.
A Master User Code must be used to program the Users. See the User’'s Manual for details.
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Section 3. General System options

Address
General Options

868 General Options.............

869 Emergenency Options =
S
(B)
3

868 GENERAL OPTIONS Default = Options 4 & 8 Selected F@)]

Data type: Option: When Selected:
Option

Enables auto-isolate on arming. (Applies to “Delayed” Zone Type only)

Enables Quick arming. (Area number key, then <ON> or <HOME> -No PIN code required)
PIN codes are 6 digits. (PIN codes are normally 4 digits)

Enable Real-time clock to be synchronized to the AC Mains frequency. (50Hz).

Enables automatic battery testing.

Configures all “Key switch” Zone Types (Types 8 & 9) for “Latching” (Double-pole) operation.
(Key-switch Zones are normally “Momentary” operation)

Enables Master User/s to edit Telephone numbers (Via <NEXT>, 27)

8 * Enables display of Zone activity on Terminals when Area/system is disarmed.

OO WN P
*

~

* Selected in Defaults.

NOTES:

Auto-Isolate on arming.
Any “Delayed” Zone Inputs (Zone Type 1) in the Area/s being armed, that are in the Alarm state when the
Exit Delay timer is about to expire, will automatically be isolated.

Note that any other types of Zones that need to be Isolated when arming the system must be manually
Isolated before the arming procedure is commenced. (Via <NEXT> 1, 0.)

If enabled, Auto-Isolate will operate regardless of how the system is armed. (e.g. Via User, Key-switch,
One-touch arming, Remote, etc.)

Quick Arming.

Single Area System: Quick Arming procedure is always <1>, <ON> or <1>, <HOME>.
Multi-Area System: Quick Arming procedure is <Area Number>, <ON> or <Area Number>, <HOME>.
If the Terminal is programmed for Single Area Mode, only the associated Area can be Armed.

6 Digit PIN Codes.

If this option is selected:

- The Factory default Installer PIN Code (User 1) becomes 23456 7
- The Factory default Master PIN Code (User 2) becomes 012345
- All PIN Codes must be 6 digits long.

Automatic battery test.

IMPORTANT NOTE: Enabling Automatic battery test is highly recommended as a Low Battery Alarm can
only be generated if the battery falls below 11.2V during a Battery Test, or when the AC input is not present.
When this function is enabled the system will test the battery every 8 hours; At Midnight, 8 AM and 4 PM
every day.

This involves disconnecting the AC supply for 4 minutes and measuring the battery voltage under load.

If the battery voltage falls below 11.2V +/-0.3V, a “Low Battery” System Input alarm will be generated.

Key-switch operation.

Momentary: (Default setting) When this function is enabled, the state of the Area will toggle whenever
there is a “Seal to Alarm” transition on the Keyswitch Zone. The “Alarm to Seal” transition will be ignored.
Latching: When this function is enabled, the Keyswitch will Arm the Area when it goes “Unsealed” and
Disarm the Area when it returns to “Sealed”.
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Address
869 EMERGENCY OPTIONS Default = No Options Selected

Data type: These options determine how the PANIC, FIRE, MEDICAL, and DURESS alarms will be processed.
Option These settings will affect:
- Panic alarms generated by Keypad Panic AND Zone Inputs programmed as the “24 Hour Panic” Zone
Type. (Zone Type 5)
- Fire alarms generated by Keypad Fire. (Siren and Dialer options for “24Hr Fire Zones are determined by
Zone Options programming)
- Medical alarms generated by Keypad Medical.
- Duress alarms generated by Keypad Duress AND Zone Inputs programmed as the “24Hr Duress” Zone
Type. (Zone Type 6)

Option: When Selected:

1 Panic alarms will activate the Siren.

2 Panic alarms will activate the Dialer.
3 Fire alarms will activate the Siren.

4 Fire alarms will activate the Dialer

5 Medical alarms will activate the Siren.
6 Medical alarms will activate the Dialer
7 Duress alarms will activate the Dialer.

When an Emergency Alarm activates the Siren, the Siren will run for the programmed Siren time, OR until the
Alarm is acknowledged at a Terminal. (via NEXT 25; Fault Analysis)
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Section 4. Time Programming

Address
788 11T T T T= TSRS SSUSR 1
789 ()Y oF= Lo I o Tod (o 10 A I = USSR OPRPRPRR 1
TimeZones
790 TIMEZONE 1 STAM HOU .ttt et et e et e e e e snteessbeentaeentaesnteesneeeaseean 2
791 TIiMEZONE 1 SEArt MINULE ...ecveiiiieiii ettt e e e e e st e e s ta e et e e e e snteessaeeasaeeseesnteesneeenseean 2
792 TiMEZONE 1 ENG HOUF ..ottt et et e e esnte e st e e nbaeetaesnteesneeeaseen
793 TimeZone 1 End Minute
794 TiMEZONE 1 DAYS OFf WEEK ....cueiiiiiieiii ettt ettt ettt e e e snteesseeeateeetaesnteesnseeanaen 2
795 to 799 TimeZone 2 (5 Addresses) 0
800 to 804 TimeZone 3 (5 Addresses) v
805 to 809 TimeZone 4 (5 Addresses) §
810 AC REPOM DBIAY ...ttt ettt ettt ettt ettt sttt ettt ettt sttt et sttt ettt ettt es et et ss st es s s —
Holidays
966 to 984 Holiday MONth (10 AQAIESSES) ...eeiuvieiiiiiiieiiiesite st e stee e e seeestae e tee s e e ssteestee e teeateesnseeaseeenseeanses 3
967 to 985 Holiday Day (10 AQArESSES) ..c.ecuiiiiriiiiirieestietesteeste et ettt e st e ettt saeesbeentesnnesbeebesanesreens 3
Daylight Saving
986 Daylight Saving Start MONTN ........oiiiiiiieie et e et e et e snreessaeenseeenees 3
987 Daylight Saving Start Week
988 Daylight Saving Day-0f-Week in Start WEEK .........cccociuviiiiiiieniiesie e see et 3
989 Daylight Saving ENd MONTh .........oiiiiiii ettt s e e s e enes
990 Daylight Saving End WeeK .......ccccccvevvviivennnennnnnn
991 Daylight Saving Day-of-week in End Week

NEXT 23 [ LST= | T LT O [ Yot R

Other Timers:

“Area Entry Delay” & “Area Exit Delay” Times.  See Section 5. Areas.

“Autoarm Prewarn” & Re-Autoarm” Times. See Section 5. Areas.
“Pulse Time” for Pulse Counting feature. See Section 6. Zones
“Auxiliary Timers”. See Section 8. Auxiliaries.
“Door Open Time”. See Section 9. Terminals.
788 SIREN TIME Default = 5 Minutes

Data type:  This Address sets the time the siren will sound when an alarm has occurred on a Zone Input.
Value
Note that an alarm on a Zone Input will only activate the Siren when:

Range: - The Zone Type selected is in the range of Type 0 to Type 5. (Address 736 [Zone 1] to 751 [Zone 16])
0-255Min. - The Zone Options must have Option 1 (Silent), Disabled.

- For Zone Types 4 (24Hr Fire) & 5 (24Hr Panic), Siren activation must also be enabled in the “Emergency
Options”. (Address 869: Option 1-Panic alarm sounds Siren. Option 3-Fire alarm sounds Siren)
- The Zone Input must have at least one Area assigned.

The Siren Time does not apply to System Inputs. Siren operation for System Inputs is determined by the
settings in Address 865 - System Input Siren enable, and Address 867 - System Input Siren Type.

789 KEYPAD LOCKOUT TIME Default = 60 Seconds

Data type:  This sets the time the Terminal keypad will be locked out when five incorrect logins (PIN code attempts) in a
Value row have occurred on a keypad.

Range: For Keypad Lockout to function, the setting must be non-zero.
0 - 255 Sec. See Section 7; “System Inputs” if Siren activation (Address 865, Option 4) or Dialer activation (Address 866,
Option 4) are required for Keypad Lockout.
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Address

Data type:
Value

790

794

Data type:
Option

795
to
799

800
to
804

805
to
809

TIMEZONES

TimeZones can be programmed to define a Start time and End time, and the Days of the Week on which the
TimeZone will be valid. TimeZone programming also provides a “Holiday” option to be enabled when assign-
ing the Days, to allow the TimeZone to still be valid on any dates defined as Holidays.

Once programmed, TimeZones can be used to arm & disarm Areas &/or control Auxiliary outputs automati-
cally.

START AND END TIMES
The Start and End Times are defined in 4 separate Addresses for each TimeZone.

TIMEZONE 1 START HOUR Default = 9

This Address defines the Hour component of the Start Time.

TIMEZONE 1 START MINUTE Default = 0

This Address defines the Minute component of the Start Time.

TIMEZONE 1 END HOUR Default = 17

This Address defines the Hour component of the End Time.

TIMEZONE 1 END MINUTE Default = 0

This Address defines the Minute component of the End Time.

TIMEZONE 1 DAYS OF THE WEEK Default = 2, 3, 4, 5, 6 Selected. (Mon - Fri)
Option: When Selected:

1 Sunday N

2 Monday |

3 Tuesday | The TimeZone will be valid on the specified Day, or Days,

4 Wednesday | unless the date has been defined as a Holiday.

5 Thursday |

6 Friday |

7 Saturday |

8 Holiday The TimeZone will always be valid on the Days of the Week selected above,

regardless of whether the date has been defined as a Holiday.

The default setting is 9:00 — 17:00 on all Weekdays (Working Hours)

TIMEZONE 2 (5 Addresses)

The default setting is 9:00 — 13:00 on Weekend Days (Overtime Hours)

TIMEZONE 3 (5 Addresses)

The default setting is 7:00 — 20:00 on every Day (Day-time)

TIMEZONE 4 (5 Addresses)

The default setting is 20:00 — 7:00 on every Day (Night-time)
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Address

810

Data type:
Value

Range:

0 - 60 Min.

Data type:
Value

966

968
to
985

Data type:
Value

AC REPORT DELAY Default = 0

This location sets the time period the AC will need to be continuously disconnected from the system before
an alarm will be reported to the central station. When the AC is removed from the system the keypad AC
indicator will immediately indicate the AC has been removed.

CAUTION: If an AC Report Delay time is programmed, the system Owner/User must be made aware that if
the AC supply fails and the Battery is in poor condition, the system may shut down before the AC falil is
reported to the Central Station, leaving the premises unmonitored and/or unprotected.

If an AC Report Delay is required, ensure that Automatic battery testing is enabled (Address 868, Option 5),
keep the period as short as possible, and advise the system Owner/User of the implications of the function.

HOLIDAYS No Default programming

Times

HOLIDAY 1 MONTH

This Address sets the Month component of the Date for Holiday 1.
A value of 0 means no Date is defined for Holiday 1.

HOLIDAY 1 DAY

This Address sets the Day component of the Date for Holiday 1.
A value of 0 means no Date is defined for Holiday 1.

HOLIDAY 2 TO HOLIDAY 10

Holiday Number: 1 2 3 4 5 6 7 8 9 10
Month Address: 966 968 970 972 974 976 978 980 982 984
Day Address: 967 969 971 973 975 977 979 981 983 985

DAYLIGHT SAVING

IMPORTANT NOTE: The Daylight Saving “Start Month” and “End Month” must both be non-zero before any
automatic Daylight Saving adjustment will be performed.

See the information following these programming options for help in determining the Daylight Saving Start
and End dates to be programmed.

Note that Daylight Saving adjustment occurs at 00:00 (Midnight) on the specified day.
DAYLIGHT SAVING START MONTH Default =0

This Address sets the Month component of the Date for the Start of Daylight Saving.
A value of 0 means no automatic Daylight Saving adjustment.

DAYLIGHT SAVING START WEEK Default = 5. Last Week of the Month

This Address sets the Week-Of-Month component of the Date for the Start of Daylight Saving.

DAYLIGHT SAVING DAY-OF-WEEK IN START WEEK Default = 1. Sunday
This Address sets the Day-Of-Week component of the Date for the Start of Daylight Saving.

1 Sunday 4 Wednesday 6 Friday

2 Monday 5 Thursday 7 Saturday

3 Tuesday
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989

990

991

NEXT 23

DAYLIGHT SAVING END MONTH Default = 0

This Address sets the Month component of the Date for the End of Daylight Saving.
A value of 0 means no automatic Daylight Saving adjustment.

DAYLIGHT SAVING END WEEK Default = 5. Last Week of the Month

Programmed as per Start Week.

DAYLIGHT SAVING DAY-OF-WEEK IN END WEEK Default = 1. Sunday

Programmed as per Start Day-Of-Week.

DAYLIGHT SAVING TIME (DST) START AND END DATES.

Australia
In NSW, ACT, VIC and SA, DST normally starts on the last Sunday in October, and ends on the last Sunday
in March.
e.g. 28 October 2001 to 31 March 2002

27 October 2002 to 30 March 2003

26 October 2003 to 28 March 2004

31 October 2004 to 27 March 2005
In TAS, DST normally starts on the first Sunday in October, and ends on the last Sunday in March.
e.g. 7 October 2001 to 31 March 2002

6 October 2002 to 30 March 2003

5 October 2003 to 28 March 2004

3 October 2004 to 27 March 2005

New Zealand
Daylight Saving Time normally starts on the first Sunday in October, and ends sometime in March.

Europe
Daylight Saving Time normally starts on the last Sunday in March, and ends on the last Sunday in October.
e.g. 25 March 2001 to 28 October 2001

NOTE: These dates are only a guide, and should be checked with a reliable local source.

Comprehensive information on DST Start and End dates for most world locations can be found at:
Time and date.com http://www.timeanddate.com/time/

SET THE REAL-TIME CLOCK.

Press <*>, then enter the current Time and Date as an 11 digit data string, followed by the <ENTER> key.
Note that the Real-Time Clock must be re-programmed to the current time and date whenever the Control
Module is powered down. i.e. The AC supply and the battery are disconnected.

The data is entered in the following order: mm:hh ; DD:MM:YY ; d
i.e. minute, minute (00 - 59); hour, hour (00 - 23); Day, Day (01 - 31);
Month, Month (01 - 12); Year, Year (00 - 99); day of week (1 Sunday - 7 Saturday)
e.g.
TIME & DATE: DATA STRING:
1) 07:24 AM, Monday, June 5, 2001 2,4,0,7,0,5,0,6,0,1,2, <ENTER>
2) 05:15 PM, Thursday, September 20, 2001 1,5,1,7,2,0,0,9,0,1,5, <ENTER>

To view the current Time and Date, enter the Real-Time Clock Programming Mode and the first digit of the
Time and Date Data will be displayed on the Terminal Zone Lamps.

Press the <NEXT> key to step through the 13 digits in the Time and Date Data. The first 2 digits are the
“Seconds”. When the end of the data is reached, a long beep will sound to indicate there are no more
characters to display, and the first digit will again be displayed.
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Section 5. Area Programming

Address

960
928 to 931
936 to 939
944 to 947
870
871

960

Data type:
Option

928
to
931

Data type:
Value

Range:

0 - 255 Sec.

936
to
939

Data type:
Value

Range:
0 - 255 Sec

F Y (== 1Y oo 1= SRS
Multi Area Systems
Multi Area Options .....
Area Entry Delay....
Area Exit Delay ..........

ArEa ArMING OPLIONS ....eeitieieiie ettt ettt ettt b et e e e e e b e e bt eae e s be e e bt emeeebeenbe et e abe e bt ennesbeeabeennesaeen 2
Area AULOATM PrE-WAIN TIME ....oiuiiiiiiieii ettt ettt ettt et e st et b e bt et e sbe e st e ennesbeenbeennesaeen 2
ArEa RE-AULOATIM TIMIE Loiiiiiiieiie ettt et e st e sttt e s te e e teeanteeanteesseeeasaeanseeanseesnseesseeeaseeeseeanseesnsaanns 2
AREA MODES

The system is designed to operate in Single Area or Multi-Area mode.

-In Single Area mode the system only uses one area, the “General Area” or “Area 1".

When Single Area mode is selected, the Area Lamps on the Terminal are not used and any Multi-Area
programming or operating functions are ignored.

-When Multi-Area mode is selected, up to four separate Areas can be used. The Area Lamps on the
Terminal indicate the status of each individual Area.

AVCER

MULTI-AREA SYSTEMS

When the system operates in Multi-Area mode, it can be configured as four separate Areas, or as 3 Areas
with Area 4 as the Sub-Area.

Sub-Area Mode. When this mode is selected, Area 4 will only be armed when all the Areas included in
Area 4's “Sub-Area list” are armed. When this mode is selected, Area 4 can be Disarmed from a Terminal
or Keyswitch, but will not Arm unless all the Areas in the Sub-Area List are Armed.

NOTE: If an Entry/Exit Area is required in a Multi-Area system, Area 1 is recommended.

MULTI-AREA OPTIONS Default = No Options Selected
If the system is in Single Area mode, none of the Sub-Area options need to be programmed.

Option: When Selected:

Enables Multi-area mode. (Default is Single area mode)
Enables Area 4 as the Sub-Area.

Includes Area 1 in the Area 4 Sub-Area list.

Includes Area 2 in the Area 4 Sub-Area list.

Includes Area 3 in the Area 4 Sub-Area list.

b~ WN PR

AREA ENTRY DELAY TIME Default = Area 1: 30 Seconds

These Addresses set the Entry time to be applied to Zone Inputs programmed as Delayed Zones.
i.e. Zone Types 1 (Delayed) and 2 (Handover).

Area Number: 1 2 3 4
Entry Delay Time Address: 928 929 930 931

AREA EXIT DELAY TIME Default = Area 1: 60 Seconds

These Addresses set the Exit time to be applied to Zone Inputs programmed as Delayed Zones.
i.e. Zone Types 1 (Delayed) and 2 (Handover).

Area Number: 1 2 3 4
Exit Delay Time Address: 936 937 938 939
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Address
944

to
947

Data type:
Value

Range:
0-4

870

Data type:
Value

Range:

0 - 255 Sec.

871

Data type:
Value

Range:

0 - 255 Min.

AREA ARMING OPTIONS Default = 0 (All Areas)

The Area Arming options allow a TimeZone to be assigned to the Area causing the Area to automatically Arm
when the TimeZone goes |nvalid.

Note that when the TimeZone goes Invalid and the Area Arms, it does not force the Area to remain in the
Armed state for the duration of the Invalid period.

i.e. The control function only occurs on the Valid-to-Invalid transition or “edge”.

This means the Area can still be controlled by other entities, if required, such as:

-User control via PIN codes and Keyswitches, etc.

-Automatic control via the Re-Autoarm function.

-Remote Control.

Area Number: 1 2 3 4

Area Arming Options: 944 945 946 947

Value: When Selected:

0 No TimeZone control. 3 TimeZone 3 will control the Area.
1 TimeZone 1 will control the Area. 4 TimeZone 4 will control the Area.
2 TimeZone 2 will control the Area.

NOTES: 1) If a System Reset occurs and the TimeZone is currently Invalid, the Area will Auto-arm.
2) Auto-arm will Force-arm the Area and will only auto-isolate Delayed Zone Types. Any other
Zone Types that are un-sealed when the Area arms, will go into alarm.

AUTOARM PRE-WARN TIME Default = 0

This Address determines the time period that a warning indication will be provided when an Area is about to
be automatically armed by a TimeZone, or by the Re-Autoarm function.

A value of 0 means no Pre-warning. Note that the Pre-warn time is added to the Auto-arm time. e.g. If the
Area is programmed to arm at 7 PM with a Pre-warn time of 120 Seconds, the Area will arm at 7:02 PM.

The Autoarm Pre-warn indication is provided by Terminals associated with the Area about to be armed, and
by the relevant Auxiliary Event Types; 45 (Area 1) to 48 (Area 4).

RE-AUTOARM TIME Default = 0

The Re-Autoarm function allows one or more Areas to be programmed to automatically arm when no activity
is detected on the Zone Inputs in the Area for a specified period of time.

This function can be used for a number of purposes including:

-The ability to ensure that Areas are not accidently left dis-armed when all personnel have vacated the site.
-Turning off particular building services (lights, aircon, etc) when no personnel are detected in the Area.
-Keyswitch or Button operated “Deadman” functions.

To implement the Re-Autoarm feature, the following options must be programmed:

1) The Area must be programmed as an Autoarm Area. i.e. A TimeZone must be assigned to the Area
in the Area Arming options. ( Address 944 [Area 1] to 947 [Area 4] )
NOTE: If you do not wish the Area to turn On at the End time specified in the TimeZone, assign a
TimeZone that has the Start and End times programmed to 00:00.

2) Program a “Re-Autoarm Time” to a value of 1 to 255 to specify how long the Area can remain dis-
armed without detecting any Zone Input activity. (If this period expires without any Zone Input activity
being detected, the Area will automatically arm)

Settings:
0 There will be no Re-autoarm function.

1to 255 a) When an Autoarm Area is disarmed, the Re-Autoarm timer will be started for that Area.
b) While the timer is running, any Zone Input activity detected in the Area will cause the timer to be
re-started. (Thereby preventing the Area from Re-arming)
¢) When the Re-Autoarm timer has run for the specified time without detecting any Zone Input
activity, the Area will automatically be Re-armed.



CONCEPT IQ. Installation & Programming Manual. Section 6. Zones. Version 1.01 pl

Section 6. Zone Inputs

Address
PEI ZONE OPLIONS ...ttt ettt b bbbttt b e bt e st e s b e e bt e bt ebe ekt eabesbe e bt e et sbe e bt ennenneen
736 Zone Type (16 Addresses)........
752 Zone Options (16 Addresses) ...
768 Z0ONE Areas (16 AUUIESSES) ..cueeruiiiiriieitiiiesie ettt ettt ettt sttt e e st e b e be e bt ene e e nbeenesnean
Global Zone Options
784 IMIBX PUISE ...ttt ettt et e e e ettt et e et e e s e e s se e e be e e teeenteesnbe e beeanteeanteesneeenseen
785 PUISE THME oottt et e ettt et e et e e s teesseeeete e e teeanteessbe e teeenteeanteesnsaensaean
786 End-of-Line Resistor Type
787 Y =Y B =Y oo SRR SPPRR
ZONE PROGRAMMING
Zone programming allows the Installer to configure how the Zone Inputs are processed. A “Zone Type” and
a number of processing options are programmed for each individual Zone, while parameters for Pulse
Counting, Terminating Resistors and Zone Self Testing are programmed as global Zone Options.
(72}
PER ZONE OPTIONS (]
c
736 ZONE TYPE (16 Addresses) N
to
751 Zone:
1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16
736 737 738 739 740 741 742 743 744 745 746 747 748 749 750 751
Data type: 0 Instant Default for Zones 3 to 8. When an “Instant” Zone goes into alarm, the system
Value immediately generates an alarm, & according to how the processing options are
programmed, can trigger the sirens, strobe & other outputs; & report the alarm.
Range:
0-9 1 Delayed Default for Zone 1. A “Delayed” Zone will have Entry/Exit delay periods applied,

as programmed in the “Entry delay” and “Exit delay” Addresses for the Area that
the Zone is assigned to. (General Area/Area 1 in a Single Area system)

2 Hand-over Default for Zone 2. When a “Handover” Zone goes into alarm, the alarm will be
processed under these two conditions:
- If a Delayed Zone has already been triggered in the same Area, the system will
ignore the alarm for the duration of the Entry or Exit timer.
- If a Delayed Zone has not been triggered, the system will process the Zone as
an “Instant” Zone.

3 24 Hour Burglary A “24 Hour Burglary” Zone is permanently armed. When the Zone goes into
alarm it can trigger the sirens, strobe, and other outputs and report the alarm
according to how the processing options are programmed.

If the siren is triggered a Burglary siren tone will sound.

4 24 Hour Fire A “24 Hour Fire” Zone is permanently armed. When the Zone goes into alarm it
can trigger the sirens, strobe, and other outputs and report the alarm according
to how the processing options are programmed.

If the siren is triggered a Fire siren tone will sound.

5 24 Hour Panic A “24 Hour Panic Zone” is permanently armed. Panic alarm processing is
determined by the “Emergency Options”. (Address 869, Option 1 & 2).
If the siren is triggered a Panic siren tone will sound.
If the dialer is enabled a “Panic” report is sent to the Central Station.

6 24 Hour Duress A “24 Hour Duress Zone” is permanently armed. Duress alarm processing is
determined by the “Emergency Options”. (Address 869, Option 7)
If the dialer is enabled a “Duress” report is sent to the Central Station.
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752
to
767

Data type:
Option

7 Spare

8 * Key Switch Arming A “Key Switch “ Zone will arm the Area it is assigned to when the Zone goes Un-
sealed.
The Zone can be programmed for momentary or latching operation in “General
Options”.

(Address 868, Option 6. Default setting is “Momentary”)

9* Key Switch HOME A “Key Switch HOME” Zone will Arm the Area it is assigned to in HOME mode
when the Zone goes Un-sealed.
The Zone can be programmed for momentary or latching operation in “General
Options”.
(Address 868, Option 6. Default setting is “Momentary”)

* NOTE: “Key Switch” Zones can be used to Disarm Area 4 when enabled as a Sub-Area, but Area 4 will not
Arm unless all the Areas in the Sub-Area List are Armed.

ZONE OPTIONS (16 Addresses) Defualt = No options Selected

Zone:
1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16
752 753 754 755 756 757 758 759 760 761 762 763 764 765 766 767

Zone Options allows various processing options to be selected for each individual Zone.
1 Silent When this option is selected, the Zone will not trigger the siren.

2 One-Shot Siren This option allows the Zone to trigger the Siren only once during an arming cycle.
A Zone Restore will be reported on Opening (Area Off).

3 One-Shot Dialer This option allows a Zone to trigger the Dialer only once during an arming cycle.
(“Single Hit") If Multi-break reporting is required, this option must not be selected.
Highly recommended for “Domestic Dialer” format

4 Pulse Count This option selects the Zone to be Pulse Counted.
The zone will only create an alarm if:
-The “Maximum Pulses” are triggered during the “Pulse Time”.
-OR, the Zone is still in alarm when the “Pulse Time” expires.
These options are programmed in the Global Zone Options described below.

5 Self-Test Zone Any Zones defined as a “Self-Test Zone” are required to go into the un-sealed
state at least once within the “Self-Test Period”, or a Self-Test system input alarm
will be generated.

Self-Test Zones are monitored for activity while the Area that they are assigned
to is Dis-armed. Only Zones that will go into the un-sealed state in the normal
course of daily activity should be defined as a Self-Test Zone. e.g. Movement
detectors and Door contacts that get activated when the system is Dis-armed.
The Self-Test period is programmed in Address 787.

6 Day Alarm Zone If a Zone is defined as a Day Alarm, then when the Area that the Zone is as-
signed to is Dis-armed, the Zone can trigger an Auxiliary that has the “Day
Alarm” Event Type assigned. (Address 816 to 825, Event Type 34)
When the Area is Armed, the Zone will generate an alarm as per it's Zone Type.

7 Home Zone If a Zone is defined as a Home Zone, it will be Armed when the Area that it is
assigned to is Armed in Home mode.

8 Normally Open. Zones that are defined as “Normally Open” will go into alarm when the alarm
contacts on the device are Sealed, and will restore when the contacts are Un-
sealed. i.e. Reverses the “Seal” and “Alarm” states on the Zone Input.

This option can be used when monitoring devices with Normally Open alarm
contacts are used. e.g. Certain Smoke Detectors, etc.
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768
to
783

Data type:
Option

784

Data type:
Value

785

Data type:
Value

Range:
0 - 255 Sec.

ZONE AREAS

Zones must be assigned to an Area before they can be processed by the system.

If the system is configured for “Single Area mode”, then all the Zones that are used, must be assigned to the
General Area / Area 1.

(Single Area / Multi-Area mode is selected in Multi-Area Options; Address 960, Option 1. Default is Single
Area mode)

If the system is configured for “Multi-Area mode”, then each Zone is assigned to one or more Areas,
depending on the system requirements.

Any Zone not assigned to any Area is considered as an unused Zone.

ZONE AREAS (16 Addresses)

Zone Area Addresses:
1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16
768 769 770 771 772 773 774 775 776 777 778 779 780 781 782 783

This data sets the Area/s that the Zone will be assigned to. Zones are normally only assigned to one Area.
A separate Address is used for each Zone Input as per the table above.

Option: When Selected:

Default for Zones 1 to 8. Zone is assigned to Area 1
Zone is assigned to Area 2
Zone is assigned to Area 3
Zone is assigned to Area 4

AwN PR
Zones

GLOBAL ZONE OPTIONS
PULSE COUNTING

For any Zone defined as a Pulse Count Zone, the Zone must go into alarm at least the number of times
specified in the “Maximum Pulse count”, within the specified “Pulse time” for the alarm to be recognised.

MAX PULSE COUNT Default = 0

This data sets the maximum Pulse count for any Zones defined as “Pulse count” Zones in the Zone Options.
(Addresses 752 to767, Option 4)

PULSE TIME Default = 0

This data sets the Pulse count period, for any Zones defined as Pulse count Zones in the Zone Options.
(Addresses 752 to767, Option 4)
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786 END-OF-LINE RESISTOR TYPE
Data type:  This data sets the value/s of the End-Of-Line (Terminating) resistor/s used for the Zone inputs. This is a
Value global setting for all Zone inputs connected to the system.
Range: Single End-Of-Line Dual End-Of-Line
0-15 0 1K 11 2K2, 2K2
1 1K5 12 2K2, 6K8
2 2K2 13 3K3, 6K8
3 3K3 Default. 14 Zone Doubling.* 1k, 3k3, 6K8
4 3K9 15 Zone Doubling.* 1k, 3k3, 6K8 No separate tamper state.
5 4K7
6 5K6 *NOTE: The “Zone Doubling” option allows Zones 1 to 8 on the
7 6K8 Control Module to support two detection devices on each Zone input.
8 10K The additional 8 devices will be recognised and processed as Zones 9
9 12K to 16. Zone Inputs on the plug-on Zone/Auxiliary Expander board will
10 22K be ignored.
The installation kit provides 1k, 3k3 and 6k8 Resistors. Typical “Terminating Resistor” settings will be:
If Single End-Of-Line is used: 3 (3k3)
If Dual End-Of-Line is used: 13 (3k3, 6k8)
If Zone Doubling is used: 14 (1k, 3k3, 6k8)
If the system is replacing another product, and the detectors already have Terminating Resistors of a
different value, the Terminating Resistors may be retained by choosing the setting that matches the
existing values.
787 ZONE SELF-TEST PERIOD Default =0
Data type:  This data sets the number of arming periods to be included in the Zone Self-Test processing.
Value Any Zone defined as a Self-Test Zone must go un-sealed at least once during this Self-Test period, or a
Self-Test system input alarm will be generated.
Range
0-16 A setting from 0 to 16 arming periods can be defined.
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Section 8. Auxiliary Output Programming

Address

816 t0 825  AUXINAIY EVENE TYPE .eitiiiiiiiiiti ettt ettt ettt b s bt e et ae e b e e bt ae e e b e e bt e s e e ab e e bt eneesbeenbeennennean
832to 841  Auxiliary Timers .........
848 to 857  Auxiliary Response

Auxiliary Event Type details

These Addresses set the programming options for the ten Auxiliaries AUXILIARY 1 to AUXILIARY 10.
Each Auxiliary has 3 Addresses related to the programming.

816 AUXILIARY EVENT TYPE
to
825 The Auxiliary Event Type detemines which Entity or Event will the control the Auxiliary.
To define the way in which the Auxiliary is controlled, the “Auxiliary Response” must also be programmed.
Data type:  Auxiliary Number: 1 2 3 4 5 6 7 8 9 10
Value Event Type Address: 816 817 818 819 820 821 822 823 824 825
Range: Summary of Auxiliary Event Types.
1-59 For a full explanation of Auxiliary Event Types refer to the table at the end of this section.
0 User (Master) Control/Test Only. (via NEXT 24) 30 Zone 14 in Alarm *
1 Burglary Alarm. Default for Auxiliary 1. (Strobe) 31 Zone 15 in Alarm *
2 Fire Alarm 32 Zone 16 in Alarm *
3 Area 1 Armed In Normal Mode 33 Spare
4 Area 2 Armed In Normal Mode 34  Any “Day Alarm” Zone Unsealed * »
5 Area 3 Armed In Normal Mode 35 Timezone 1 Valid
6 Area 4 Armed In Normal Mode 36 Timezone 2 Valid n
7 Area 1 Armed In Home Mode 37 Timezone 3 Valid Q
8 Area 2 Armed In Home Mode 38 Timezone 4 Valid é
9 Area 3 Armed In Home Mode 39  Any Zone Bypassed (Isolated) on Arming  [P<g
10 Area 4 Armed In Home Mode 40 Any System Input in Alarm
11 Spare 41  Door 1 Alarm
12 Spare 42 Door 2 Alarm
13 Spare 43  Door 3 Alarm
14  Spare 44 Door 4 Alarm
15 Entry Timer - General Area / Area 1 45  Areal Auto Arm Pre-warning
16  Exit Timer - General Area / Area 1 46  Area2 Auto Arm Pre-warning
17 Zone 1in Alarm * 47  Area3 Auto Arm Pre-warning
18 Zone 2 in Alarm * 48 Aread Auto Arm Pre-warning
19 Zone 3in Alarm * 49  Alarmin Area 1
20 Zone 4 in Alarm * 50 Alarm in Area 2
21 Zone 5 in Alarm * 51 Alarmin Area 3
22  Zone 6 in Alarm * 52 Alarm in Area 4
23 Zone 7 in Alarm * 53  Entry / Exit Timer Area 1
24 Zone 8 in Alarm * 54  Entry / Exit Timer Area 2
25 Zone 9 in Alarm * 55  Entry / Exit Timer Area 3
26  Zone 10 in Alarm * 56 Entry / Exit Timer Area 4
27  Zone 11 in Alarm * 57 Smoke Detector Reset *
28 Zone 12 in Alarm * 58 Comms Fall
29 Zone 13 in Alarm * 59 Follow Siren

* These Event Types can only be turned On by the specified Event, and must be turned Off by a Timer.
i.e. Program an Auxiliary Time for the Auxiliary & in the Auxiliary Response Options, do not Enable Option 3.

N Event Type 34. Event activated whenever Any “Day Alarm” Zone goes Unsealed when the Area that it is
assigned to is Disarmed (Turned Off).
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Address

832
to
841

Data type:
Value

Range:
0- 255
Min. or Sec.

848
to
857

Data type:
Option

AUXILIARY TIMERS No Default settings

If an Auxiliary output needs to be timed, these Addresses set the time period that the Auxiliary will remain on
when activated.

Auxiliary Number: 1 2 3 4 5 6 7 8 9 10
Timer Address: 832 833 834 835 836 837 838 839 840 841

A value of 0 means that no timer will operate, and the Auxiliary will only be controlled as per the settings of
options 2 & 3 in the “Auxiliary Response” programming.

Second timer: If the timer is required to time from 1 to 255 Seconds, program the second value and ensure
that Option 4 in the “Auxiliary Response” programming is not selected.

Minute timer: If the timer is required to time from 5 to 255 Minutes, program the minute value and ensure
that Option 4 in the “Auxiliary Response” programming is selected.
(If a timer value of 1 to 4 Minutes is required, program the timer in Seconds)

IMPORTANT NOTE: Any Auxiliary that has been programmed as an Auxiliary Event Type 17 to 32, 34 & 57
should have an Auxiliary Timer programmed.

AUXILIARY RESPONSE Default = All Auxiliaries: Options 2 & 3 Selected.
This Address sets the way each Auxiliary will respond when the programmed event occurs.

User Control. Note that all Auxiliaries can also be Controlled &/or Tested by “Master” Users via NEXT 24
“Auxiliary Control & Test” Mode.

Auxiliary Number: 1 2 3 4 5 6 7 8 9 10
Response Address: 848 849 850 851 852 853 854 855 856 857

Option: When Selected:

1 The Auxiliary will function as a “Normally Closed” output. (i.e. Output is inverted)
(The Auxiliaries are “Open Collector” outputs, and normally switch the output to OV when On)
2 Auxiliary will turn On when event goes valid. Default: Selected for All Auxiliaries.
3 Auxiliary will turn Off when event goes invalid. Default: Selected for All Auxiliaries.
4 Auxiliary Timer will time in Minutes. (The Auxiliary Timer will normally time in Seconds)

Most Auxiliaries can be turned Off by an Auxiliary Timer and/or the Event going Invalid.
This will be determined by the Auxiliary Timer programming and the setting of Option 3 in the Auxiliary
Response Options.

The table below shows how these two programming options effect how the Auxiliary will turn Off.

Option 3: Off when Event goes Invalid

Auxiliary Timer Not Selected Selected*

Zero Auxiliary will be latched On permanently.  |Auxiliary Off when Event goes Invalid.

Non-zero Auxiliary Off when Aux Timer expires. Auxiliary Off when Aux Timer expires OR
Event goes Invalid. (Whichever occurs first)

* Auxiliaries 17 to 32, 34 and 57 - “Zone xx in Alarm”, “Day Alarm” and “Smoke Det Reset".
Option 3 (Aux Off when event goes invalid) is not relevant for these Auxiliary Event Types and should
not be selected. These Event Types must be turned Off by an Auxiliary Timer.
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AUXILIARY EVENT TYPE DETAILS

No. [Auxiliary Event Type: Event On (Valid) when: Event Off (Invalid) when:

0 User (Master) Control/Test only Turned On via NEXT 24 "Auxiliary Turned Off via NEXT 24 "Auxiliary
Control & Test" Mode. Control & Test" Mode.

1 Burglary Alarm (Strobe) Any Burglary alarm. The Area that the Alarm occured in, is
(Alarm on Zone Types 0, 1, 2 or 3) Disarmed (Turned Off).

2 Fire Alarm Any Fire alarm . System Dis-armed. (In multi Area
(Alarm on Zone Type 4) systems, when any Area is disarmed)

3 Area 1 Armed

4 Area 2 Armed . .
Area Armed in Normal Mode. Area Disarmed.

5 Area 3 Armed

6 Area 4 Armed

7 Area 1 Armed In Home Mode

8 Area 2 Armed In Home Mode ) . )
Area Armed in Home mode. Area Dis-armed in Home mode.

9 Area 3 Armed In Home Mode

10 Area 4 Armed In Home Mode

11 Spare
12 Spare
13 Spare
14 Spare

15 Entry (Used for Single Area systems |General Area / Area 1 Entry timer on. |General Area / Area 1 Entry timer off.
or Area 1 in Multi Area systems)

16 Exit (Used for Single Area systems |General Area / Area 1 exit timer on.  |General Area / Area 1 exit timer off.
or Area 1 in Multi Area systems)

17 Zone 1 in Alarm *
18 Zone 2 in Alarm *
19 Zone 3 in Alarm *
20 Zone 4 in Alarm *
21 Zone 5 in Alarm *
22 Zone 6 in Alarm *
23 Zone 7 in Alarm *
24 Zone 8 in Alarm * Zone in Alarm.

25 Zone 9 in Alarm * (When Area is Armed)
26 Zone 10 in Alarm *
27 Zone 11 in Alarm *
28 Zone 12 in Alarm *
29 Zone 13 in Alarm *
30 Zone 14 in Alarm *
31 Zone 15 in Alarm *
32 Zone 16 in Alarm *

Auxes

Off by Auxiliary Timer.

33 Spare

34 Day Alarm* Any “Day alarm” Zone Type Unsealed |Must be programmed to turn Off by an
when Area not Armed. Auxiliary Timer.

35 Timezone 1

36 Timezone 2 _ )
TimeZone Valid. TimeZone Invalid.

37 Timezone 3

38 Timezone 4

Continued on following page.
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AUXILIARY EVENT TYPE DETAILS

CONCEPT IQ. Installation & Programming Manual.

No. [Auxiliary Event Type: Event On (Valid) when: Event Off (Invalid) when:
39 Zone Bypassed On Arming Any Zone Bypassed (Isolated) on Any Area turned off.
arming.
40 System Alarm Any system input in alarm. System input acknowledged and no
system input remaining in alarm.
41 Door 1 Alarm
42 |Door 2 Alarm Door Forced or Door Held Alarm on  {Door Forced or Door Held Restored
43 Door 3 Alarm the specified Door. on the specified Door.
44 Door 4 Alarm
45 Area 1 Auto Arm Prewarn
46 Area 2 Auto Arm Prewarn Auto-Arm Pre-wam started in the Auto-Arm Pre-warning expired.
specified Area. (Pre-warn timer (Area on)
47 Area 3 Auto Arm Prewarn programmed in Address 870)
48 Area 4 Auto Arm Prewarn
49 Alarm. General Area / Areal
50 Alarm. Area 2 ] N )
Any Alarm in the specified Area. Area Disarmed.
51 Alarm. Area 3
52 Alarm. Area 4
53 Entry / Exit. General Area / Area 1
54  [Entry / Exit. Area 2 Entry or Exit timer running in the Entry or Exit timer cancelled or
55 Entry / Exit. Area 3 specified Area. expired in Area.
56 Entry / Exit. Area 4
57 Smoke Detector Reset * "Smoke Detector Reset" operation is |Must be programmed to turn Off by an
performed at a Terminal. Auxiliary Timer.
PIN code, <NEXT>, 99.
(User must have "Master" User Type)
58 Comms Fail System failed to report. On the next successful dial.
59 Siren Siren active. Siren off.

*

Auxiliaries 17 to 34 and 57 - “Zone xx Unsealed”, “Door Bell”, “Day Alarm” and “Smoke Det Reset".
Option 3 (Aux Off when event goes invalid) is not relevant for these Auxiliary Event Types and should not be
selected. These Event Types must be turned Off by an Auxiliary Timer.







CONCEPT IQ. Installation & Programming Manual. Section 10. Comms. Version 1.01 p1l

Section 10. Communications

Address

16
32
64
48
49
50

51
52
53

54
80
81

82
83

896
900
904
908

Communications programming sets all the parameters and options for:
-Contact ID or Domestic Dialer reporting.
-Dialer Test reporting.
-Remote Dial-up connection.
-Serial Port communications.

Dialer
TelePhoNe NUMDEIS . ..ottt ettt b et enes
Primary telephone number (15 AAArESSES) ......eiveeriiriiiieriieiesieesie sttt ettt sre e sre e seeens
Secondary telephone number (15 Addresses)
Call back telephone number (15 Addresses)
REPOMING FOMMAL ..ottt ettt ettt et e et e e besanesreens
[DIE=1 (=T o] o] 110] o K- T TSSO P PSP RROPTPRTPRUPPPRO
MaXIMUM AEEEIMPLS ...itieitiiieie ettt b ettt e bt et st e st e e bt e ae e st e e beesnesbeebesnnenbeens

Test reporting

IS A (T o o] o A o 1=T o T SO UR PSR 3
IS A =] o o] o 1T 10 SO USSR 3
TESE FEPOI MINULE ...ttt eiee ettt ste et e e e e e sttt et e e tee e teeaseeessae e teeanteesnseessseensaeanseesnseesnneansenan 3

Remote connect
Remote connect options
Rings to answer ...........ccccceevenee.
Answer machine bypass
Serial Port Options

Port 0 COMMUNICAtIONS TASK ..veiiiiiiiiiiiiie ettt e e e e e e e e e e e e e e e bbr e e e e e e e eensraeneeeas 4

Loy RO = F-TU Lo I = (=S 4
Client Codes

General Area / Area 1 Client Code (4 AAArESSES) ....ocouviuiiriiiririieriieie ettt eneseees 4

Area 2 Client Code (4 Addresses)
Area 3 Client Code (4 Addresses)
Area 4 Client Code (4 Addresses)
(00] a1 = Tl B 1D I V=T oL @ Lo [ RS RURSSUSR

TELEPHONE NUMBERS

When the system is required to report to a Central Station or a Telephone,
OR the system is required to Callback a PC that is dialing in for Remote connection, you will be required to
program one or more Telephone numbers.

Telephone numbers are programmed as a Sequential number of up to 16 digits using the keys shown in the [N

following table. -
Telephone number digit to program: 0to9 # * Pause (1 Second) g
Key to Press on LED Terminal keypad: <0> to <9> <#> <> <NEXT> @)
Value displayed on Zone Lamps: O0to9 10 11 12

e.g. Telephone number: 1 Pause 1234 5678 is entered by the key sequence:
<*>  1,<NEXT>1,2,3,4,5,6,7,8 <ENTER>

Telephone number selection.
Remember that only the Start Address is selected for programming Telephone numbers; and that <#>, <#>,
cannot be used to move on to the next Address when programming sequential numbers.

Quick Telephone number selection. When programming Telephone numbers, Press <HOME> to move on to
the next Telephone number to program.

If you are programming more than one telephone number, this eliminates the need to select the Address of
the next number to program.

The Telephone numbers are presented in the sequence: Primary Number, Secondary number, Callback
number. e.g. If the Secondary number has been programmed, pressing <HOME> will move on to the
Callback number, and pressing <HOME> again will jump back to the Primary number.
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Address

16

Data type:
Value

32

Data type:
Value

64

Data type:
Value

48

Data type:
Value

Range:
0-2

PRIMARY TELEPHONE NUMBER. (16 Addresses

When the system is required to report to a Central Station or a Telephone, this is the first Telephone number
the Control Module will dial.

SECONDARY TELEPHONE NUMBER. (16 Addresses

If the Primary Telephone number fails, the dialer will then try the Secondary Telephone number. If this fails
the dialer will alternate between the two numbers until the “Maximum Attempts“ (Address 50) are reached.

CALL BACK TELEPHONE NUMBER. (16 Addresses)

This Address sets the Telephone number that the system will use when dialing back the computer.

The “Remote connect with Callback” option must be selected. (Address 54. Select option 2)

REPORTING FORMAT Default = 0. (No Dialer)

This Address selects the reporting format that the system will use if reporting via the dialer.

0 No dialer. Default. When option is selected the system will not report through its on board
dialer. It will operate in local mode.

1 Contact ID. Reports alarm information in Ademco Contact ID format.

2 Domestic. Domestic dialing enables the Control Module to send an audible tone to a private

telephone number to warn the owner of activity at the premises.

NOTES: “Domestic” Dialer format.

When the alarm signal is received by the remote Telephone, the Telephone User will hear:
- Beeps of the same tone to indicate an Area Opening or Closing event.
- Beeps of 2 different tones to indicate an Alarm Event.

The alarm is acknowledged by the receiving telephone answering the call.

The Telephone User does not have to perform any operation to acknowledge the alarm.
Once the alarm signal is heard, the User can simply hang-up the telephone.

IMPORTANT NOTE:

-Once the receiving telephone has answered the call, the alarm message is regarded as being acknowledged
and will not be sent again, regardless of whether a User has heard the alarm signal or not.

-This means that if an Answering Machine, Fax machine or similar device answers the call, the alarm will still
be regarded as being acknowledged.

-If this feature is used, care must be excercised in selecting appropriate telephone numbers to ensure that the
alarm signal will be heard by an appropriate User.
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Address

49

Data type:
Option

50

Data type:
Value

Range:
1-16 calls

Data type:
Value

51

Range:
0-3

52

Range:
0 -23 (hour)

DIALER OPTIONS Default = No options selected.

Dialer options allow various reporting and remote control options to be selected.

The Installer can select the different types of messages that are to be sent to a remote Central Monitoring
Station (Base station), or to a Telephone; and whether DTMF remote control is allowed.

Depending on the customer requirements, any or all of the message types, 1 to 5, listed below can be
transmitted:

Option: When selected:

1 Alarms are reported via Dialer.

2 Restorals are reported via Dialer.

3 Area Openings / Closings (Area Offs / Ons) are reported via Dialer.

4 Programming changes are reported via Dialer.

5 Opening reports will only be sent if an alarm has occurred in the previous Armed period.

6 Remote control with DTMF Card is enabled. NOTE: While a remote telephone has connected to
the system to perform DTMF remote control functions, Upload/download via the dialer is
temporarily disabled.

7 Isolates are reported via Dialer.

IMPORTANT NOTE: Do not select any options 1 to 5, unless a Dialer Reporting format has been selected.

MAXIMUM DIAL ATTEMPTS Default = 10 Attempts.

This Address sets the maximum number of dialing attempts the system can make to contact the Central
Monitoring Station or Domestic Telephone.

The system will alternate betwen the Primary and Secondary Telephone numbers for each attempt.
This setting represents the total number of attempts on both Telephone numbers.

IMPORTANT NOTE: Regulatory authorities may limit this number. (In Australia, ACA specify a maximum of
10 attempts. ACA Approval will be void if Max Attempts is set to a higher value)

When the maximum number of attempts has been reached, and no connection is made, the Comms Fail
System Input will be activated. The system will wait 30 minutes before attempting to dial again. (This wait
period is a regulatory requirement)

TEST REPORTING

The following Addresses set the frequency of automatic Test reports and the time of day the Test Report is to
be sent to the Central Station.

(72}
=
Test re i S
port period )
o . . . O
This option sets the frequency of the automatic Test Report. (i.e. How often a Test Report will be sent)
Data: When selected:
0 Default. No Test Report will be sent.
1 Test Report sent every day.
2 Test Report sent every Monday.
3 Test Report sent on the first day of every month.

Test report hour

This Address sets the hour that the test report will be sent.
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53 Test report minute
Range: This Address sets the minute the test report will be sent.
0 -59 (min.)
eg. If: The “Test Report period” option is set to 2,
the “Test Report Hour” is set to 22, and the “Test Report Minute” is set to 45.
Then a Test Report will be sent to the Central Station at 10:45 PM every Monday.
REMOTE CONNECT
Data type:  These options allow the Installer to program various parameters relating to remote connection for Upload/
Value Download and/or DTMF Telephone remote control.
54 Remote connect options
Range: This Address sets the remote connect method for programming the system with the Upload / Download
0-2 software. Remote connect for DTMF Telephone remote control is not affected by this setting.
Data: When selected:
0 Default. Remote connect not allowed
1 Remote connect enabled. (Without callback)
2 Remote connect enabled with Callback.
80 Rings to answer Default = 16 Rings.
Range: This Address sets the number of rings before the system will answer an incoming call.
1 -16 (rings) This setting is relevant to both Upload/Download connection and DTMF remote control connection.
81 Answering machine (Fax) bypass “Follow-on” time.
Range: This feature is used when Upload/Download software or DTMF Telephone is trying to remotely connect to the
0-3 system, and an Answering Machine is connected to the same Telephone line. If this feature is enabled, the
remote device must call the system, then hang up within three rings. If the remote device calls the system
again within the programmed “Follow-on” time then the system will answer the call on the first ring & connect.
Data: When selected:
0 Default. Answering Machine Bypass disabled
1 Follow-on time = 10 secs
2 Follow-on time = 30 secs
3 Follow-on time = 60 secs
SERIAL PORT OPTIONS
Data type:  Serial Port options allow the Installer to program the Communications Task and Baud rate for the Serial Port
Value on the Control Module.
82 Port 0 Communications Task
Range: Data: When selected:
0-3 0 Default. Serial Port not used.
1 Securitel STU. (Not yet available)
2 Serial Printer. (Not yet available)
3 Upload / Download. (Requires the Serial Adapter Cable)

NOTE: While Upload/Download software is connected and communicating with the Control Module, DTMF
Remote Control is temporarily disabled.
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83 Port 0 Baud Rate
Range: Data: When selected:
0-3 0 300
1 1200
2 4800
3 Default. 9600
84 Port 1 Communications Task (Spare. Not yet available)
85 Port 1 Baud Rate (Spare. Not yet available)
CLIENT CODES
Data type: A four-digit Client Code is used to identify the system (premises) to the Central Station and must be
Value programmed if the system is reporting in the “Contact ID” format. (See Address 48. Reporting Format)
The Client Code will be supplied by the Central Station.
Range:
0-9 Single Area system. Only one Client Code is required, and this is programmed as the “General Area / Area 1
Client Code.
Multi-Area system. The Client Code must be programmed separately for every Area that is used.
If a common Client Code is to be used for all Areas in use, then this Client Code must still be programmed
separately for each of the Areas.
A Client Code is programmed as a Sequential number of 4 digits.
Remember that only the Start Address is selected for programming a Client code; and that <#>, <#>, cannot
be used to move on to the next Address when programming sequential numbers such as Client Codes.
896 General Area / Area 1 Client Code (4 Addresses)
This is the Client Code that will be used in Single Area systems, or for Area 1 in Multi-Area systems.
900 Area 2 Client Code (4 Addresses)
This is the Client Code that will be used for Area 2 in Multi-Area systems.
904 Area 3 Client Code (4 Addresses)
This is the Client Code that will be used for Area 3 in Multi-Area systems.
908 Area 4 Client Code (4 Addresses)

This is the Client Code that will be used for Area 4 in Multi-Area systems.

Comms
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3. Enrol the User's Access Card. (If required)

Present the Card at any Access Reader in the system within 30 seconds of selecting the User number.
Three short beeps will sound to confirm that the Card has been enrolled and assigned to the selected User.
If the Card is already assigned to another User, or is not recognised by the system, one long beep will
indicate a problem.

4. Enter the new PIN Code.

Press , then the new PIN number (w )("w | (' ] (" )... (4 or 6 digits), then

Three short beeps will sound to confirm the PIN number has been programmed. If the PIN is rejected, one
long beep will sound to indicate a problem.

5. Assign the User Type.

Press then Press , then the new User Type number (|, then

USER TYPE: 0 Arm only Can only Arm the system.
1 Arm/Dis-arm Can Arm and Dis-arm the system.
2 Arm/Dis-arm/Isolate Can Arm/Dis-arm the system and Isolate Zones.
3 Master Can perform all operations above & Master User Operations.

2 beeps will sound to confirm the new User Type has been programmed.

6. Assign the User Area or Areas. (Only required if you have a Multi-Area System)

Press (A long beep will sound if the System is not in Multi-Area mode)

Then for each Area that is to be assigned to this User,

Press , then an Area option number @ , then

OPTION: 0 All Areas De-selected.
1 General Area / Area 1 selected. 3 Area 3 selected
2 Area 2 selected 4 Area 4 selected
e.g. If Area 1 and Area 3 are to be assigned to the User; Press <*>, 1, <ENTER>; <*>, 3, <ENTER>.

2 beeps will sound to confirm the new Area Option has been selected.

When access control is provided, access is only granted at Door/s associated with the User’s Areals.

DELETING A USER

1. Enter the User Editing Mode as before.

2. Enter the User number to be changed.

Press , then the User number () (w | (User 2 to User 47), then

The User number will be displayed on the Terminal.

3. Delete the User.

Press , then to delete the PIN code and/or Card data for this User number.





